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GROUND FLOOR FIRE ALARM

دلش دصصشمر

120 CM

220 CM

MICC/PVC CABLE FIXED TO
SLAB BY ONE HOLE PVC
COVERED CLIP 1"x 6" BRASS
 R/HD SCREW & PLASTIC PLUG

NO.2 EXPOSED Ø 20 mm UPVC
CONDUIT
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MULTI DETECTOR

SMOKE DETECTOR WITH SOUNDER
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MANUAL CALL STATION

CONTROL MODULE

FIRE ALARM CONTROL PANEL

BELL WITH STROBE LIGHT
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